NOTES

1. All dimensions are in millimetres unless otherwise stated.
2. Cut-out unit is shown covers off for clarity.

- DP Isolator
- M.C.B.’s (ratings as specified)
- Insulated crimp termination
- Insulated crimp termination
- Column earth terminal
- Red P.V.C. covered live conductor
- Column base
- 10sq.mm bonding conductor
- Yellow P.V.C. covered conductors flagged green / yellow
- Earth bonding terminal
- Stainless steel armour clamp
- 10sq.mm bonding conductor to access door plate
- P.V.C. S.W.A. cable
- Insulated grommet
- Drip loop
- 1.5/2.5 3 Core or 3 x singles cables to lantern.